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 1/8" = 1'-0"1111
01 LEVEL ELECTRICAL LIGHTING PLAN A01 LEVEL ELECTRICAL LIGHTING PLAN A01 LEVEL ELECTRICAL LIGHTING PLAN A01 LEVEL ELECTRICAL LIGHTING PLAN A

SHEET KEYNOTES

GENERAL NOTES

1 ELEVATOR PIT LIGHT AND SWITCH. ALL BOXES AND
DEVICES SHALL BE MOUNTED AT +48" AFF TO
BOTTOM. COORDINATE LOCATION WITH ELEVATOR
SHOP DRAWINGS. LIGHT SWITCH SHALL BE LOCATED
SO AS TO BE READILY ACCESSIBLE FROM PIT
ACCESS DOOR.

INDUSTRIAL TYPE LUMINAIRES IN UNFINISHED AREAS,
WHICH ARE NEAR OBSTRUCTIONS SUCH AS DUCTS
AND PIPES, SHALL BE:

A)  SUSPENDED SO THAT BOTTOM OF LUMINAIRE IS
      NO HIGHER THAN BOTTOM OF OBSTRUCTION.

B)  LOCATED AT HEIGHT OF LOWEST LUMINAIRE.

C)  MINIMUM HEIGHT:  8'-0".

D)  SHALL NOT BE LOCATED UNTIL LOCATIONS OF
  OBSTRUCTIONS ARE DETERMINED.

E)  PLACED FOR BEST ILLUMINATION OF SPACE.

2 PROVIDE UPS-600B, CONNECT TO EXTERIOR EGRESS
FIXTURES ON NORTH SIDE OF BUILDING.  UPS TO BE UL
9246 COMPLIANT, 1.5 HOUR BATTERY INVERTER WITH
600 VA CAPACITY.  EMERGENCY LIGHTING TO NEVER
TURN OFF.

3 NOT USED.

4 UPS-600A CONNECT CLERESTORY LIGHTING WEST OF
MENS RESTROOM 171.  UPS TO BE UL 9246 COMPLIANT,
1.5 HOUR BATTERY INVERTER WITH 600 VA CAPACITY.
EMERGENCY LIGHTING TO NEVER TURN OFF.

5

COORDINATE PLACEMENT WITH GARAGE DOOR.
REFERENCE PRINT EP2.1A FOR LOCATION OF
MOTOR.

6

FIXTURE CONTROLLED BY PHOTOCELL MOUNTED ON
ROOF.  REFER TO EP2.2A FOR PHOTOCELL
LOCATION.  CIRCUIT THROUGH UPS-600B, LOCATED
IN ROOM 177.  PROVIDE WATT STOPPER POWER
PACK, INSTALL ABOVE NEAREST ACCESSIBLE
CEILING AS REQUIRED.

7

PROVIDE 20 AMP 600V SINGLE PHASE DISCONNECT
SWITCH FOR LIGHTING IN ELEVATOR SHAFT.

8

INSTALL FIXTURE INTO ARCHITECTURAL
BOLLARD AT HEIGHT SHOWN ON
ARCHITECTURAL ELEVATIONS. FIXTURE
CONTROLLED BY PHOTOCELL MOUNTED ON
ROOF. REFER TO EP2.2.A FOR PHOTOCELL
LOCATION. CIRCUIT THROUGH UPS-600A
LOCATED IN 178C ON COLUMN LINE 7/C.

9

OCCUPANCY SENSORS SHALL CONTROL ALL
LUMINAIRES IN ROOM WHICH THEY ARE INSTALLED.

1.

ALL CONDUITS SHALL BE RUN OVERHEAD UNLESS
NOTED OTHERWISE.

2.

ALL LIGHTING FIXTURES EMERGENCY BATTERY
BALLASTS TO BE SERVED BY UNSWITCHED SIDE OF
CIRCUIT, IN ADDITION TO BEING SWITCHED WITH
OTHER ROOM LIGHTING.

3.

ALL TYPE L1 FIXTURES ON NORMAL POWER ON THIS
SHEET SHALL BE CONTROLLED BY 40 FOOT HIGH BAY
AISLE PIR OCCUPANCY SENSOR TYPE WITH 20' x 40'
LONG COVERAGE.

4.
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